
Dr. Yoya Fukuda

Kimura Foundry America

789 BOOMER WAY

TEMP.OFFICE 2177 INTELLIPLEX 

SHELBYVILLE IN 46176

Owner / Applicant Information

Cody White

Kimura Foundry America

2177 Intelliplex Dr. suite 200

Shelbyville IN

Submitter Information

Phone

Email

3176427939

CWHITE@KIMURAFOUNDRY.COM

Phone

Email

3176427939

cwhite@kimurafoundry.com

Matt McCord

Mussett-Nicholas-Associates

502 S West St.

Indianapolis IN

Designer Information

Phone

Email

3176319241

mmccord@m-n-a.com

Project Information

Kimura Foundry America

789 W Boomer Way

Shelbyville IN 46176

County SHELBY

Project Type New Addition Alteration Existing Change of OccupancyY

Project Status F F=Filed U or Null=Unfiled

IDHS Issued Correction order? Has Violation been Issued?

Violation Issued by: NA

Phone:
Local Fire Official 

3173925102 Email: rstonebraker@cityofshelbyvillein.com

Local Building Official
Phone: 3173925102 Email: chext@cityofshelbyvillein.com



Variance Details

2014 Indiana Fire Code

903.3

Code Name:

 Capping sprinkler heads over top of the furnace. 

 If the sprinkler heads activated over furnace while the furnace was running the furnace 
would blow up. 

Conditions:

1=Non-compliance with the rule will not be adverse to the public health, safety or w

2= Applicant will undertake alternative actions in lieu of compliance with the rule to 
ensure that granting of the variance will not be adverse to public health, safety, or 
welfare.  Explain why alternative actions would be adequate (be specific).

Imposition of the rule would result in an undue hardship (unusual difficulty) 
because of physical limitations of the construction site or its utility services.

Imposition of the rule would result in an undue hardship (unusual difficulty) 
because of major operational problems in the use of the building or structure.

Imposition of the rule would result in an undue hardship (unusual difficulty) 
because of excessive costs of additional or altered construction elements.

Imposition of the rule would prevent the preservation of an 
architecturally or a historically significant part of the building or structure

 We have installed a fire alarm system as well as added fire extinguishers. Facts:

If the sprinklers were to activate over top of the furnace while the furnace was hot it would 
cause an explosion. 

Facts:

2

Y

DEMONSTRATION OF UNDUE HARDSHIP OR HISTORICALLY SIGNIFICANT STRUCTURE:

DEMONSTRATION THAT PUBLIC HEALTH, SAFETY, AND WELFARE ARE PROTECTED:


